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2. FOR MULTIPLE TAPS, ADD 12" OF WIDTH ALONG THE MAIN FOR EACH
ADDITIONAL TAP. TAPS SHOULD NOT BE CLOSER THAN 12" TO EACH OTHER.
TAPS SHOULD NOT BE CLOSER THAN 12" TO FACE OF BELL.

TAP HOLE SHOULD BE FREE OF WATER AND MUD TO ALLOW SAFE HANDLING
OF TAPPING MACHINE.

TAPS WILL NOT BE MADE BEFORE SERVICE LINE IS COMPLETE.

TAP HOLE MUST BE CLEAN ENOUGH TO REPAIR ANY DAMAGE TO LINE
TRACING WIRE.

THE EXCAVATION MUST COMPLY WITH ALL OSHA REGULATIONS.

BACKSIDE TAPS WILL BE AT THE DISCRETION OF WATER DISTRICT
PERSONNEL.
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1) SEE SPECIFICATIONS FOR ADDITIONAL DETAILS
FOR BEDDING AND BACKFILL.

NOTES

1) POLYWRAP REQUIRED FOR DUCTILE IRON FIPE
2) SEE SPECIFICATIONS FOR ADDITIONAL DETAILS
FOR BEDDING AND BACKFILL.
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Ductile Iron Pipe installation shall follow
the Ductile lron Research Association

(DIPRA) quide line.

The Installation of PVC Pipe shall follow
the Uni—Bell PVC Pipe Association
Handbook of PVC Design and Construction.
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